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General Demolition Notes

THIS PROJECT AND FACILITY IS TO REMAIN IN COMPLIANCE WITH ALL ASPECTS OF THE LIFE SAFETY CODE

DURING THE COURSE OF CONSTRUCTION INCLUDING, BUT NOT LIMITED TO EXITING, FIRE ALARM SYSTEM (OR

SYSTEMS), SMOKE/FIRE DETECTION SYSTEM (OR SYSTEMS), SPRINKLER SYSTEM (OR SYSTEMS), ETC.

1. 

CONTRACTOR IS RESPONSIBLE FOR VERIFYING ALL EXISTING CONDITIONS, MATERIALS, CONSTRUCTION

METHODS AND DIMENSIONS PRIOR TO COMMENCING THE WORK.  CONTRACTOR SHALL VISIT THE SITE AND

EXAMINE EXISTING CONDITIONS PRIOR TO SUBMITTING BIDS. BIDS SHALL INCLUDE PROVISIONS FOR A COMPLETE

JOB BASED ON THE INTENT SHOWN ON THE DRAWINGS.  FIELD VERIFY ALL DIMENSION AND CONDITIONS AND

REPORT ANY DISCREPANCIES TO THE OWNER.

2. 

3. 

4. 

5. 

PROTECT ALL FINISH ITEMS TO REMAIN (WALLS, TRIM, FINISHED WOOD, GLASS, ETC.) FROM DAMAGE DURING

CONSTRUCTION.

6. 

ALL SELECTIVE DEMOLITION SHALL BE CLOSELY COORDINATED W/ CONSTRUCTION SEQUENCING AND OWNERS

ONGOING USE OF THE FACILITY.  NO EXITS SHALL BE BLOCKED OR IMPAIRED AT ANY TIME.  WORK IN THE

CORRIDORS SHALL BE COORDINATED W/ OWNER TO ASSURE ALL RESIDENTS & EMPLOYEES HAVE ACCESS TO 

1

2

OF THE CORRIDOR AT ALL TIMES.  DO NOT BLOCK ACCESS TO RESIDENTS' ROOMS.

7. 

8. 

PATCH WALLS AND FLOORS TO MATCH EXISTING CONSTRUCTION AS REQUIRED BY DEMOLITION AND NEW

CONSTRUCTION.

EXISTING CONSTRUCTION SHOWN DASHED IS TO BE DEMOLISHED. COORDINATE WITH NEW CONSTRUCTION.

1ST AVENUE FLOORING REPLACEMENT WILL OCCUR IN (2) TWO PHASES.  PHASE 1: THE OWNER WILL RELOCATE

ALL RESIDENTS AND STAFF FROM THE AVENUE.  FLOORING REPLACEMENT WILL CONSIST OF CORRIDORS, DAY

ROOM, PUBLIC TOILET E146, ACTIVITY ROOM E147 AND (3)  THREE RESIDENT ROOMS OF OWNER'S CHOOSING.

CONTRACTOR SHALL BE RESPONSIBLE FOR REMOVING AND PROTECTING ALL FURNITURE AS NECESSARY TO

REMOVE AND REPLACE FLOORING AND WALL BASE.  CONTRACTOR SHALL REINSTALL FURNITURE TO ITS

ORIGINAL LOCATION, TO OWNER'S SATISFACTION, ONCE FLOORING REPLACEMENT IS COMPLETE.  PHASE 2:

OWNER WILL REOCCUPY AND FLOORING REPLACEMENT WILL CONSIST OF (2) TWO PAIRS OF ROOMS, OR (4) FOUR

ROOMS TOTAL, OF THE OWNER'S CHOOSING. OWNER WILL BE RESPONSIBLE FOR REMOVING, PROTECTING, AND

REINSTALLING FURNITURE ONCE FLOORING REPLACEMENT IS COMPLETE. COORDINATE ROOMS AND SCHEDULE

WITH OWNER.  THE 1ST AVENUE SLAB ON GRADE WILL REQUIRE A MOISTURE MITIGATION PRODUCT TO BE

INSTALLED THROUGHOUT THE ENTIRE CORRIDOR.

9. COORDINATE TIME OF DEMOLITION WORK WITH OWNER TO ALLOW FOR MINIMUM DISRUPTION TO RESIDENTS

REMAINING ON AVENUE DURING CONSTRUCTION.  TYPICAL FOR 1ST, 2ND AND 3RD AVENUES.

10. ALL WORK IN EACH RESIDENT ROOM MUST BE COMPLETED PRIOR TO BEGINNING WORK IN ANOTHER PAIR OF

ROOMS.  COORDINATE WITH OWNER.  TYPICAL FOR 1ST, 2ND, AND 3RD AVENUES.

FLOORING REPLACEMENT WORK  IN 2ND AND 3RD AVENUE RESIDENT ROOMS AND RESIDENT TOILET ROOMS TO

OCCUR IN ONE PAIR, TWO RESIDENT ROOMS, AT A TIME. ALL WORK MUST BE COMPLETED BEFORE MOVING TO

THE NEXT PAIR OF ROOMS. COORDINATE SCHEDULING WITH OWNER.  RESIDENT ROOMS ON 2ND AND 3RD

AVENUES WILL HAVE THE FURNITURE REMOVED BY THE OWNER.

CONTRACTOR TO NOTIFY OWNER 48 HOURS, MINIMUM, IN ADVANCE PRIOR TO STARTING ANY WORK.11.

DEMO PLAN KEYNOTES

REMOVE EXISTING VINYL FLOORING, MASTIC AND BASE. PATCH AND REPAIR FLOOR TO CONDITION NECESSARY TO

RECEIVE NEW FLOORING - SEE INTERIORS FOR FINISH AND MATERIAL SELECTION.
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General Demolition Notes

THIS PROJECT AND FACILITY IS TO REMAIN IN COMPLIANCE WITH ALL ASPECTS OF THE LIFE SAFETY CODE

DURING THE COURSE OF CONSTRUCTION INCLUDING, BUT NOT LIMITED TO EXITING, FIRE ALARM SYSTEM (OR

SYSTEMS), SMOKE/FIRE DETECTION SYSTEM (OR SYSTEMS), SPRINKLER SYSTEM (OR SYSTEMS), ETC.

1. 

CONTRACTOR IS RESPONSIBLE FOR VERIFYING ALL EXISTING CONDITIONS, MATERIALS, CONSTRUCTION

METHODS AND DIMENSIONS PRIOR TO COMMENCING THE WORK.  CONTRACTOR SHALL VISIT THE SITE AND

EXAMINE EXISTING CONDITIONS PRIOR TO SUBMITTING BIDS. BIDS SHALL INCLUDE PROVISIONS FOR A COMPLETE

JOB BASED ON THE INTENT SHOWN ON THE DRAWINGS.  FIELD VERIFY ALL DIMENSION AND CONDITIONS AND

REPORT ANY DISCREPANCIES TO THE OWNER.

2. 

3. 

4. 

5. 

PROTECT ALL FINISH ITEMS TO REMAIN (WALLS, TRIM, FINISHED WOOD, GLASS, ETC.) FROM DAMAGE DURING

CONSTRUCTION.

6. 

ALL SELECTIVE DEMOLITION SHALL BE CLOSELY COORDINATED W/ CONSTRUCTION SEQUENCING AND OWNERS

ONGOING USE OF THE FACILITY.  NO EXITS SHALL BE BLOCKED OR IMPAIRED AT ANY TIME.  WORK IN THE

CORRIDORS SHALL BE COORDINATED W/ OWNER TO ASSURE ALL RESIDENTS & EMPLOYEES HAVE ACCESS TO 

1

2

OF THE CORRIDOR AT ALL TIMES.  DO NOT BLOCK ACCESS TO RESIDENTS' ROOMS.

7. 

8. 

PATCH WALLS AND FLOORS TO MATCH EXISTING CONSTRUCTION AS REQUIRED BY DEMOLITION AND NEW

CONSTRUCTION.

EXISTING CONSTRUCTION SHOWN DASHED IS TO BE DEMOLISHED. COORDINATE WITH NEW CONSTRUCTION.

DEMO PLAN KEYNOTES

REMOVE EXISTING VINYL FLOORING, MASTIC AND BASE. PATCH AND REPAIR FLOOR TO CONDITION NECESSARY TO

RECEIVE NEW FLOORING - SEE INTERIORS FOR FINISH AND MATERIAL SELECTION.

1ST AVENUE FLOORING REPLACEMENT WILL OCCUR IN (2) TWO PHASES.  PHASE 1: THE OWNER WILL RELOCATE

ALL RESIDENTS AND STAFF FROM THE AVENUE.  FLOORING REPLACEMENT WILL CONSIST OF CORRIDORS, DAY

ROOM, PUBLIC TOILET E146, ACTIVITY ROOM E147 AND (3)  THREE RESIDENT ROOMS OF OWNER'S CHOOSING.

CONTRACTOR SHALL BE RESPONSIBLE FOR REMOVING AND PROTECTING ALL FURNITURE AS NECESSARY TO

REMOVE AND REPLACE FLOORING AND WALL BASE.  CONTRACTOR SHALL REINSTALL FURNITURE TO ITS

ORIGINAL LOCATION, TO OWNER'S SATISFACTION, ONCE FLOORING REPLACEMENT IS COMPLETE.  PHASE 2:

OWNER WILL REOCCUPY AND FLOORING REPLACEMENT WILL CONSIST OF (2) TWO PAIRS OF ROOMS, OR (4) FOUR

ROOMS TOTAL, OF THE OWNER'S CHOOSING. OWNER WILL BE RESPONSIBLE FOR REMOVING, PROTECTING, AND

REINSTALLING FURNITURE ONCE FLOORING REPLACEMENT IS COMPLETE. COORDINATE ROOMS AND SCHEDULE

WITH OWNER.  THE 1ST AVENUE SLAB ON GRADE WILL REQUIRE A MOISTURE MITIGATION PRODUCT TO BE

INSTALLED THROUGHOUT THE ENTIRE CORRIDOR.

9. COORDINATE TIME OF DEMOLITION WORK WITH OWNER TO ALLOW FOR MINIMUM DISRUPTION TO RESIDENTS

REMAINING ON AVENUE DURING CONSTRUCTION.  TYPICAL FOR 1ST, 2ND AND 3RD AVENUES.

10. ALL WORK IN EACH RESIDENT ROOM MUST BE COMPLETED PRIOR TO BEGINNING WORK IN ANOTHER PAIR OF

ROOMS.  COORDINATE WITH OWNER.  TYPICAL FOR 1ST, 2ND, AND 3RD AVENUES.

D1

KEYNOTE DESCRIPTION

FLOORING REPLACEMENT WORK  IN 2ND AND 3RD AVENUE RESIDENT ROOMS AND RESIDENT TOILET ROOMS TO

OCCUR IN ONE PAIR, TWO RESIDENT ROOMS, AT A TIME. ALL WORK MUST BE COMPLETED BEFORE MOVING TO

THE NEXT PAIR OF ROOMS. COORDINATE SCHEDULING WITH OWNER.  RESIDENT ROOMS ON 2ND AND 3RD

AVENUES WILL HAVE THE FURNITURE REMOVED BY THE OWNER.

CONTRACTOR TO NOTIFY OWNER 48 HOURS, MINIMUM, IN ADVANCE PRIOR TO STARTING ANY WORK.11.
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General Demolition Notes

THIS PROJECT AND FACILITY IS TO REMAIN IN COMPLIANCE WITH ALL ASPECTS OF THE LIFE SAFETY CODE

DURING THE COURSE OF CONSTRUCTION INCLUDING, BUT NOT LIMITED TO EXITING, FIRE ALARM SYSTEM (OR

SYSTEMS), SMOKE/FIRE DETECTION SYSTEM (OR SYSTEMS), SPRINKLER SYSTEM (OR SYSTEMS), ETC.

1. 

CONTRACTOR IS RESPONSIBLE FOR VERIFYING ALL EXISTING CONDITIONS, MATERIALS, CONSTRUCTION

METHODS AND DIMENSIONS PRIOR TO COMMENCING THE WORK.  CONTRACTOR SHALL VISIT THE SITE AND

EXAMINE EXISTING CONDITIONS PRIOR TO SUBMITTING BIDS. BIDS SHALL INCLUDE PROVISIONS FOR A COMPLETE

JOB BASED ON THE INTENT SHOWN ON THE DRAWINGS.  FIELD VERIFY ALL DIMENSION AND CONDITIONS AND

REPORT ANY DISCREPANCIES TO THE OWNER.

2. 

3. 

4. 

5. 

PROTECT ALL FINISH ITEMS TO REMAIN (WALLS, TRIM, FINISHED WOOD, GLASS, ETC.) FROM DAMAGE DURING

CONSTRUCTION.

6. 

ALL SELECTIVE DEMOLITION SHALL BE CLOSELY COORDINATED W/ CONSTRUCTION SEQUENCING AND OWNERS

ONGOING USE OF THE FACILITY.  NO EXITS SHALL BE BLOCKED OR IMPAIRED AT ANY TIME.  WORK IN THE

CORRIDORS SHALL BE COORDINATED W/ OWNER TO ASSURE ALL RESIDENTS & EMPLOYEES HAVE ACCESS TO 

1

2

OF THE CORRIDOR AT ALL TIMES.  DO NOT BLOCK ACCESS TO RESIDENTS' ROOMS.

7. 

8. 

PATCH WALLS AND FLOORS TO MATCH EXISTING CONSTRUCTION AS REQUIRED BY DEMOLITION AND NEW

CONSTRUCTION.

EXISTING CONSTRUCTION SHOWN DASHED IS TO BE DEMOLISHED. COORDINATE WITH NEW CONSTRUCTION.

1ST AVENUE FLOORING REPLACEMENT WILL OCCUR IN (2) TWO PHASES.  PHASE 1: THE OWNER WILL RELOCATE

ALL RESIDENTS AND STAFF FROM THE AVENUE.  FLOORING REPLACEMENT WILL CONSIST OF CORRIDORS, DAY

ROOM, PUBLIC TOILET E146, ACTIVITY ROOM E147 AND (3)  THREE RESIDENT ROOMS OF OWNER'S CHOOSING.

CONTRACTOR SHALL BE RESPONSIBLE FOR REMOVING AND PROTECTING ALL FURNITURE AS NECESSARY TO

REMOVE AND REPLACE FLOORING AND WALL BASE.  CONTRACTOR SHALL REINSTALL FURNITURE TO ITS

ORIGINAL LOCATION, TO OWNER'S SATISFACTION, ONCE FLOORING REPLACEMENT IS COMPLETE.  PHASE 2:

OWNER WILL REOCCUPY AND FLOORING REPLACEMENT WILL CONSIST OF (2) TWO PAIRS OF ROOMS, OR (4) FOUR

ROOMS TOTAL, OF THE OWNER'S CHOOSING. OWNER WILL BE RESPONSIBLE FOR REMOVING, PROTECTING, AND

REINSTALLING FURNITURE ONCE FLOORING REPLACEMENT IS COMPLETE. COORDINATE ROOMS AND SCHEDULE

WITH OWNER.  THE 1ST AVENUE SLAB ON GRADE WILL REQUIRE A MOISTURE MITIGATION PRODUCT TO BE

INSTALLED THROUGHOUT THE ENTIRE CORRIDOR.

9. COORDINATE TIME OF DEMOLITION WORK WITH OWNER TO ALLOW FOR MINIMUM DISRUPTION TO RESIDENTS

REMAINING ON AVENUE DURING CONSTRUCTION.  TYPICAL FOR 1ST, 2ND AND 3RD AVENUES.

10. ALL WORK IN EACH RESIDENT ROOM MUST BE COMPLETED PRIOR TO BEGINNING WORK IN ANOTHER PAIR OF

ROOMS.  COORDINATE WITH OWNER.  TYPICAL FOR 1ST, 2ND, AND 3RD AVENUES.

FLOORING REPLACEMENT WORK  IN 2ND AND 3RD AVENUE RESIDENT ROOMS AND RESIDENT TOILET ROOMS TO

OCCUR IN ONE PAIR, TWO RESIDENT ROOMS, AT A TIME. ALL WORK MUST BE COMPLETED BEFORE MOVING TO

THE NEXT PAIR OF ROOMS. COORDINATE SCHEDULING WITH OWNER.  RESIDENT ROOMS ON 2ND AND 3RD

AVENUES WILL HAVE THE FURNITURE REMOVED BY THE OWNER.

CONTRACTOR TO NOTIFY OWNER 48 HOURS, MINIMUM, IN ADVANCE PRIOR TO STARTING ANY WORK.11.

DEMO PLAN KEYNOTES

REMOVE EXISTING VINYL FLOORING, MASTIC AND BASE. PATCH AND REPAIR FLOOR TO CONDITION NECESSARY TO

RECEIVE NEW FLOORING - SEE INTERIORS FOR FINISH AND MATERIAL SELECTION.
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THIS PROJECT AND FACILITY IS TO REMAIN IN COMPLIANCE WITH ALL ASPECTS OF THE LIFE SAFETY

CODE DURING THE COURSE OF CONSTRUCTION INCLUDING, BUT NOT LIMITED TO EXITING, FIRE

ALARM SYSTEM (OR SYSTEMS), SMOKE/FIRE DETECTION SYSTEM (OR SYSTEMS), SPRINKLER

SYSTEM (OR SYSTEMS), ETC.

1. 

CONTRACTOR IS RESPONSIBLE FOR VERIFYING ALL EXISTING CONDITIONS, MATERIALS,

CONSTRUCTION METHODS AND DIMENSIONS PRIOR TO COMMENCING THE WORK.

2. 

10. 

11. 

12. 

PROTECT ALL FINISH ITEMS TO REMAIN (WALLS, TRIM, FINISHED WOOD, GLASS, ETC.) FROM DAMAGE

DURING CONSTRUCTION.

13. 

ALL CONSTRUCTION SHALL BE CLOSELY COORDINATED W/ OWNERS ONGOING USE OF THE FACILITY.

NO EXITS SHALL BE BLOCKED OR IMPAIRED AT ANY TIME.  WORK IN THE CORRIDORS SHALL BE

COORDINATED W/ OWNER TO ASSURE ALL RESIDENTS & EMPLOYEES ARE REMOVED FROM AREA

DURING CONSTRUCTION.

14. 

PATCH WALLS AND FLOORS TO MATCH EXISTING CONSTRUCTION AS REQUIRED BY NEW

CONSTRUCTION.

FURNITURE REMOVAL AND INSTALLATION IS BY OWNER FOR 2ND AND 3RD AVENUES AND PHASE

2 OF 1ST AVENUE WORK.

1ST AVENUE ONLY - CORRIDOR FLOORING REPLACEMENT REQUIRES THE RELOCATION OF ALL

RESIDENTS FROM 1ST AVENUE DURING REMOVAL AND NEW INSTALLATION.  IN ADDITION, (3) SETS OF

RESIDENT ROOMS/TOILETS TO BE COMPLETED CONCURRENTLY.  WORK ON CORRIDOR AND (3) SETS

OF ROOMS MUST BE COMPLETED BEFORE BEGINNING NEXT (2) SETS OF RESIDENT ROOMS.

COORDINATE WITH OWNERS REP.

15. COORDINATE TIME OF CONSTRUCTION WORK WITH OWNER TO ALLOW FOR MINIMUM DISRUPTION TO

RESIDENTS REMAINING ON AVENUE DURING CONSTRUCTION.  TYPICAL FOR 1ST, 2ND AND 3RD

AVENUES.

16. RESIDENT ROOM FLOORING REPLACEMENT WILL OCCUR (1) SET OF ROOMS AT A TIME.  ALL WORK

MUST BE COMPLETED PRIOR TO BEGINNING WORK IN ANOTHER SET OF ROOMS.  COORDINATE WITH

OWNERS REP.  TYPICAL FOR 2ND AND 3RD AVENUES.

ALL DIMENSIONS ARE TO FINISHED FACE TO FINISHED FACE UNLESS NOTED OTHERWISE.3. 

IT IS THE RESPONSIBILITY OF EACH CONTRACTOR TO PROVIDE COMPLETE WORKING SYSTEMS FOR

ALL NEW ELEMENTS.

4. 

ALL CONTRACTORS SHALL PROVIDE NEW, UNDAMAGED MATERIALS UNLESS OTHERWISE SPECIFIED.5. 

INSTALL ALL WORK IN ACCORDANCE WTH CURRENT APPLICABLE CODES, PUBLISHED STANDARDS,

AND ACCEPTABLE CONSTRUCTION STANDARDS.

6. 

ALL WORK SHALL BE PLUMB AND LEVEL UNLESS NOTED OTHERWISE.7. 

EACH CONTRACTOR SHALL COORDINATE THEIR WORK WITH ALL OTHER TRADES.8. 

DO NOT SCALE DRAWINGS TO DETERMINE DIMENSIONS. IF A REQUIRED DIMENSION IS NOT

INDICATED, CONTACT THE ARCHITECT FOR DETERMINATION.

9. 

17. 1ST AVENUE FLOORING REPLACEMENT WILL OCCUR IN (2) TWO PHASES.  PHASE 1: THE OWNER WILL

RELOCATE ALL RESIDENTS AND STAFF FROM THE AVENUE.  FLOORING REPLACEMENT WILL CONSIST

OF CORRIDORS, DAY ROOM, PUBLIC TOILET E146, ACTIVITY ROOM E147 AND (3)  THREE RESIDENT

ROOMS OF OWNER'S CHOOSING. CONTRACTOR SHALL BE RESPONSIBLE FOR REMOVING AND

PROTECTING ALL FURNITURE AS NECESSARY TO REMOVE AND REPLACE FLOORING AND WALL BASE.

CONTRACTOR SHALL REINSTALL FURNITURE TO ITS ORIGINAL LOCATION, TO OWNER'S

SATISFACTION, ONCE FLOORING REPLACEMENT IS COMPLETE.  PHASE 2: OWNER WILL OCCUPY AND

FLOORING REPLACEMENT WILL CONSIST OF (2) TWO PAIRS OF ROOMS, OR (4) FOUR ROOMS TOTAL,

OF THE OWNER'S CHOOSING. OWNER WILL BE RESPONSIBLE FOR REMOVING, PROTECTING, AND

REINSTALLING FURNITURE ONCE FLOORING REPLACEMENT IS COMPLETE. COORDINATE ROOMS AND

SCHEDULE WITH THE OWNER.  THE 1ST AVENUE SLAB ON GRADE WILL REQUIRE A MOISTURE

MITIGATION PRODUCT TO BE INSTALLED THROUGHOUT THE ENTIRE CORRIDOR.

NEW RESILIENT VINYL FLOOR AND VINYL BASE - SEE INTERIORS.  PREPARE CONCRETE FLOOR

AS NECESSARY FOR PROPER INSTALLATION OF FLOORING.  REFER TO MANUFACTURER'S

WRITTEN INSTRUCTIONS.

KEYNOTE DESCRIPTION

1

PREPARE CORRIDOR CONCRETE SLAB AS NECESSARY TO RECEIVE NEW MOISTURE MITIGATION

COATING. ENTIRE 1ST AVENUE CORRIDOR TO RECEIVE COATING. REFER TO FLOORING AND

MITIGATION MANUFACTURER'S WRITTEN INSTRUCTIONS FOR PROPER APPLICATION AND

COMPATIBILITY.  FLOORING CONTRACTOR IS RESPONSIBLE FOR SELECTION OF PRODUCT AND

COMPATIBILITY WITH SPECIFIED FLOORING.

2

NEW WASHING MACHINES.  REPLACE ONE PAIR AT A TIME AND FULLY BRING INTO SERVICE NEW
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THIS PROJECT AND FACILITY IS TO REMAIN IN COMPLIANCE WITH ALL ASPECTS OF THE LIFE SAFETY

CODE DURING THE COURSE OF CONSTRUCTION INCLUDING, BUT NOT LIMITED TO EXITING, FIRE

ALARM SYSTEM (OR SYSTEMS), SMOKE/FIRE DETECTION SYSTEM (OR SYSTEMS), SPRINKLER

SYSTEM (OR SYSTEMS), ETC.

1. 

CONTRACTOR IS RESPONSIBLE FOR VERIFYING ALL EXISTING CONDITIONS, MATERIALS,

CONSTRUCTION METHODS AND DIMENSIONS PRIOR TO COMMENCING THE WORK.

2. 

10. 

11. 

12. 

PROTECT ALL FINISH ITEMS TO REMAIN (WALLS, TRIM, FINISHED WOOD, GLASS, ETC.) FROM DAMAGE

DURING CONSTRUCTION.

13. 

ALL CONSTRUCTION SHALL BE CLOSELY COORDINATED W/ OWNERS ONGOING USE OF THE FACILITY.

NO EXITS SHALL BE BLOCKED OR IMPAIRED AT ANY TIME.  WORK IN THE CORRIDORS SHALL BE

COORDINATED W/ OWNER TO ASSURE ALL RESIDENTS & EMPLOYEES ARE REMOVED FROM AREA

DURING CONSTRUCTION.

14. 

PATCH WALLS AND FLOORS TO MATCH EXISTING CONSTRUCTION AS REQUIRED BY NEW

CONSTRUCTION.

FURNITURE REMOVAL AND INSTALLATION IS BY OWNER FOR 2ND AND 3RD AVENUES AND PHASE

2 OF 1ST AVENUE WORK.

1ST AVENUE ONLY - CORRIDOR FLOORING REPLACEMENT REQUIRES THE RELOCATION OF ALL

RESIDENTS FROM 1ST AVENUE DURING REMOVAL AND NEW INSTALLATION.  IN ADDITION, (3) SETS OF

RESIDENT ROOMS/TOILETS TO BE COMPLETED CONCURRENTLY.  WORK ON CORRIDOR AND (3) SETS

OF ROOMS MUST BE COMPLETED BEFORE BEGINNING NEXT (2) SETS OF RESIDENT ROOMS.

COORDINATE WITH OWNERS REP.

15. COORDINATE TIME OF CONSTRUCTION WORK WITH OWNER TO ALLOW FOR MINIMUM DISRUPTION TO

RESIDENTS REMAINING ON AVENUE DURING CONSTRUCTION.  TYPICAL FOR 1ST, 2ND AND 3RD

AVENUES.

16. RESIDENT ROOM FLOORING REPLACEMENT WILL OCCUR (1) SET OF ROOMS AT A TIME.  ALL WORK

MUST BE COMPLETED PRIOR TO BEGINNING WORK IN ANOTHER SET OF ROOMS.  COORDINATE WITH

OWNERS REP.  TYPICAL FOR 2ND AND 3RD AVENUES.

ALL DIMENSIONS ARE TO FINISHED FACE TO FINISHED FACE UNLESS NOTED OTHERWISE.3. 

IT IS THE RESPONSIBILITY OF EACH CONTRACTOR TO PROVIDE COMPLETE WORKING SYSTEMS FOR

ALL NEW ELEMENTS.

4. 

ALL CONTRACTORS SHALL PROVIDE NEW, UNDAMAGED MATERIALS UNLESS OTHERWISE SPECIFIED.5. 

INSTALL ALL WORK IN ACCORDANCE WTH CURRENT APPLICABLE CODES, PUBLISHED STANDARDS,

AND ACCEPTABLE CONSTRUCTION STANDARDS.

6. 

ALL WORK SHALL BE PLUMB AND LEVEL UNLESS NOTED OTHERWISE.7. 

EACH CONTRACTOR SHALL COORDINATE THEIR WORK WITH ALL OTHER TRADES.8. 

DO NOT SCALE DRAWINGS TO DETERMINE DIMENSIONS. IF A REQUIRED DIMENSION IS NOT

INDICATED, CONTACT THE ARCHITECT FOR DETERMINATION.

9. 

17. 1ST AVENUE FLOORING REPLACEMENT WILL OCCUR IN (2) TWO PHASES.  PHASE 1: THE OWNER WILL

RELOCATE ALL RESIDENTS AND STAFF FROM THE AVENUE.  FLOORING REPLACEMENT WILL CONSIST

OF CORRIDORS, DAY ROOM, PUBLIC TOILET E146, ACTIVITY ROOM E147 AND (3)  THREE RESIDENT

ROOMS OF OWNER'S CHOOSING. CONTRACTOR SHALL BE RESPONSIBLE FOR REMOVING AND

PROTECTING ALL FURNITURE AS NECESSARY TO REMOVE AND REPLACE FLOORING AND WALL BASE.

CONTRACTOR SHALL REINSTALL FURNITURE TO ITS ORIGINAL LOCATION, TO OWNER'S

SATISFACTION, ONCE FLOORING REPLACEMENT IS COMPLETE.  PHASE 2: OWNER WILL OCCUPY AND

FLOORING REPLACEMENT WILL CONSIST OF (2) TWO PAIRS OF ROOMS, OR (4) FOUR ROOMS TOTAL,

OF THE OWNER'S CHOOSING. OWNER WILL BE RESPONSIBLE FOR REMOVING, PROTECTING, AND

REINSTALLING FURNITURE ONCE FLOORING REPLACEMENT IS COMPLETE. COORDINATE ROOMS AND

SCHEDULE WITH THE OWNER.  THE 1ST AVENUE SLAB ON GRADE WILL REQUIRE A MOISTURE

MITIGATION PRODUCT TO BE INSTALLED THROUGHOUT THE ENTIRE CORRIDOR.

NEW RESILIENT VINYL FLOOR AND VINYL BASE - SEE INTERIORS.  PREPARE CONCRETE FLOOR

AS NECESSARY FOR PROPER INSTALLATION OF FLOORING.  REFER TO MANUFACTURER'S

WRITTEN INSTRUCTIONS.

KEYNOTE DESCRIPTION

1

PREPARE CORRIDOR CONCRETE SLAB AS NECESSARY TO RECEIVE NEW MOISTURE MITIGATION

COATING. ENTIRE 1ST AVENUE CORRIDOR TO RECEIVE COATING. REFER TO FLOORING AND

MITIGATION MANUFACTURER'S WRITTEN INSTRUCTIONS FOR PROPER APPLICATION AND

COMPATIBILITY.  FLOORING CONTRACTOR IS RESPONSIBLE FOR SELECTION OF PRODUCT AND

COMPATIBILITY WITH SPECIFIED FLOORING.

2

NEW WASHING MACHINES.  REPLACE ONE PAIR AT A TIME AND FULLY BRING INTO SERVICE NEW
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THIS PROJECT AND FACILITY IS TO REMAIN IN COMPLIANCE WITH ALL ASPECTS OF THE LIFE SAFETY

CODE DURING THE COURSE OF CONSTRUCTION INCLUDING, BUT NOT LIMITED TO EXITING, FIRE

ALARM SYSTEM (OR SYSTEMS), SMOKE/FIRE DETECTION SYSTEM (OR SYSTEMS), SPRINKLER

SYSTEM (OR SYSTEMS), ETC.

1. 

CONTRACTOR IS RESPONSIBLE FOR VERIFYING ALL EXISTING CONDITIONS, MATERIALS,

CONSTRUCTION METHODS AND DIMENSIONS PRIOR TO COMMENCING THE WORK.

2. 

10. 

11. 

12. 

PROTECT ALL FINISH ITEMS TO REMAIN (WALLS, TRIM, FINISHED WOOD, GLASS, ETC.) FROM DAMAGE

DURING CONSTRUCTION.

13. 

ALL CONSTRUCTION SHALL BE CLOSELY COORDINATED W/ OWNERS ONGOING USE OF THE FACILITY.

NO EXITS SHALL BE BLOCKED OR IMPAIRED AT ANY TIME.  WORK IN THE CORRIDORS SHALL BE

COORDINATED W/ OWNER TO ASSURE ALL RESIDENTS & EMPLOYEES ARE REMOVED FROM AREA

DURING CONSTRUCTION.

14. 

PATCH WALLS AND FLOORS TO MATCH EXISTING CONSTRUCTION AS REQUIRED BY NEW

CONSTRUCTION.

FURNITURE REMOVAL AND INSTALLATION IS BY OWNER FOR 2ND AND 3RD AVENUES AND PHASE

2 OF 1ST AVENUE WORK.

1ST AVENUE ONLY - CORRIDOR FLOORING REPLACEMENT REQUIRES THE RELOCATION OF ALL

RESIDENTS FROM 1ST AVENUE DURING REMOVAL AND NEW INSTALLATION.  IN ADDITION, (3) SETS OF

RESIDENT ROOMS/TOILETS TO BE COMPLETED CONCURRENTLY.  WORK ON CORRIDOR AND (3) SETS

OF ROOMS MUST BE COMPLETED BEFORE BEGINNING NEXT (2) SETS OF RESIDENT ROOMS.

COORDINATE WITH OWNERS REP.

15. COORDINATE TIME OF CONSTRUCTION WORK WITH OWNER TO ALLOW FOR MINIMUM DISRUPTION TO

RESIDENTS REMAINING ON AVENUE DURING CONSTRUCTION.  TYPICAL FOR 1ST, 2ND AND 3RD

AVENUES.

16. RESIDENT ROOM FLOORING REPLACEMENT WILL OCCUR (1) SET OF ROOMS AT A TIME.  ALL WORK

MUST BE COMPLETED PRIOR TO BEGINNING WORK IN ANOTHER SET OF ROOMS.  COORDINATE WITH

OWNERS REP.  TYPICAL FOR 2ND AND 3RD AVENUES.

ALL DIMENSIONS ARE TO FINISHED FACE TO FINISHED FACE UNLESS NOTED OTHERWISE.3. 

IT IS THE RESPONSIBILITY OF EACH CONTRACTOR TO PROVIDE COMPLETE WORKING SYSTEMS FOR

ALL NEW ELEMENTS.

4. 

ALL CONTRACTORS SHALL PROVIDE NEW, UNDAMAGED MATERIALS UNLESS OTHERWISE SPECIFIED.5. 

INSTALL ALL WORK IN ACCORDANCE WTH CURRENT APPLICABLE CODES, PUBLISHED STANDARDS,

AND ACCEPTABLE CONSTRUCTION STANDARDS.

6. 

ALL WORK SHALL BE PLUMB AND LEVEL UNLESS NOTED OTHERWISE.7. 

EACH CONTRACTOR SHALL COORDINATE THEIR WORK WITH ALL OTHER TRADES.8. 

DO NOT SCALE DRAWINGS TO DETERMINE DIMENSIONS. IF A REQUIRED DIMENSION IS NOT

INDICATED, CONTACT THE ARCHITECT FOR DETERMINATION.

9. 

17. 1ST AVENUE FLOORING REPLACEMENT WILL OCCUR IN (2) TWO PHASES.  PHASE 1: THE OWNER WILL

RELOCATE ALL RESIDENTS AND STAFF FROM THE AVENUE.  FLOORING REPLACEMENT WILL CONSIST

OF CORRIDORS, DAY ROOM, PUBLIC TOILET E146, ACTIVITY ROOM E147 AND (3)  THREE RESIDENT

ROOMS OF OWNER'S CHOOSING. CONTRACTOR SHALL BE RESPONSIBLE FOR REMOVING AND

PROTECTING ALL FURNITURE AS NECESSARY TO REMOVE AND REPLACE FLOORING AND WALL BASE.

CONTRACTOR SHALL REINSTALL FURNITURE TO ITS ORIGINAL LOCATION, TO OWNER'S

SATISFACTION, ONCE FLOORING REPLACEMENT IS COMPLETE.  PHASE 2: OWNER WILL OCCUPY AND

FLOORING REPLACEMENT WILL CONSIST OF (2) TWO PAIRS OF ROOMS, OR (4) FOUR ROOMS TOTAL,

OF THE OWNER'S CHOOSING. OWNER WILL BE RESPONSIBLE FOR REMOVING, PROTECTING, AND

REINSTALLING FURNITURE ONCE FLOORING REPLACEMENT IS COMPLETE. COORDINATE ROOMS AND

SCHEDULE WITH THE OWNER.  THE 1ST AVENUE SLAB ON GRADE WILL REQUIRE A MOISTURE

MITIGATION PRODUCT TO BE INSTALLED THROUGHOUT THE ENTIRE CORRIDOR.

NEW RESILIENT VINYL FLOOR AND VINYL BASE - SEE INTERIORS.  PREPARE CONCRETE FLOOR

AS NECESSARY FOR PROPER INSTALLATION OF FLOORING.  REFER TO MANUFACTURER'S

WRITTEN INSTRUCTIONS.

KEYNOTE DESCRIPTION

1

PREPARE CORRIDOR CONCRETE SLAB AS NECESSARY TO RECEIVE NEW MOISTURE MITIGATION

COATING. ENTIRE 1ST AVENUE CORRIDOR TO RECEIVE COATING. REFER TO FLOORING AND

MITIGATION MANUFACTURER'S WRITTEN INSTRUCTIONS FOR PROPER APPLICATION AND

COMPATIBILITY.  FLOORING CONTRACTOR IS RESPONSIBLE FOR SELECTION OF PRODUCT AND

COMPATIBILITY WITH SPECIFIED FLOORING.

2

NEW WASHING MACHINES.  REPLACE ONE PAIR AT A TIME AND FULLY BRING INTO SERVICE NEW
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Overall Lower Level Interior Finish Plan

1" = 200'

PRODUCT ACCOUNT REPRESENTATIVES

ARMSTRONG TIM LEWANDOWSKI

TALEWANDOWSKI@ARMSTRONG.COM

(815) 354-2421

JOHNSONITE LISA POWELL

LPOWELL@EJWELCH.COM

(314) 403-6913

PRODUCT FINISH SCHEDULE

FLOORING

TAG MANUFACTURER PRODUCT DESCRIPTION REMARKS

LVT-1 ARMSTRONG

NATURAL CREATIONS ARBOR ART WITH DIAMOND 10 FINISH, 4" x 36"

PLANK, COLOR: T.B.S. FROM MANUFACTURER'S FULL RANGE

1ST AVENUE CORRIDOR FLOORING

LVT-2 ARMSTRONG

NATURAL CREATIONS ARBOR ART WITH DIAMOND 10 FINISH, 6" x 36"

PLANK, COLOR: T.B.S. FROM MANUFACTURER'S FULL RANGE

CORR. ACCENT AND RES.ROOMS

AND RES. TOILET ROOM FLOORING

LVT-3 ARMSTRONG

NATURAL CREATIONS EARTH CUTS WITH DIAMOND 10 FINISH, 12" x 24"

TILES COLOR: T.B.S. FROM MANUFACTURER'S FULL RANGE

CORRIDOR ACCENT AT INSET

WALL BASE

TAG MANUFACTURER PRODUCT DESCRIPTION REMARKS

MWB-1 JOHNSONITE

MILLWORK WALL BASE, PROFILE: SILHOUETTE MW-XXX-J, 4" H,

COLOR: DARK OAK DOK

1ST AVENUE CORRIDOR

RES-1 JOHNSONITE
4" HIGH RUBBER COVE BASE WITH TOE, 1/8" THICK, COLOR: 49 BEIGE

RESIDENT ROOMS AND RESIDENT

TOILET ROOMS
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ALIGN

XX

XX

PATTERN DIRECTION

x

x

CASEWORK BASE AND UPPER CABINET FINISH

CASEWORK COUNTER / TRANSACTION TOP FINISH

ALIGN FLOOR MATERIAL TO ADJACENT ITEM

#

WALL FINISH

WALL BASE FINISH

ACCENT WALL INDICATOR

FLOOR FINISH

FLOOR FINISH TRANSITION

FLOOR PATTERN DIRECTION

CG = CORNER GUARD

CH = CHAIR RAIL

CPT = CARPET

CS - CULTURED STONE

CT = CERAMIC TILE

DF = DOOR FRAME GUARD

EX = EXISTING

EW = END WALL

FRP = FIBERGLASS REINFORCED PANEL

HR = HANDRAIL

LAM = PLASTIC LAMINATE

LVT = LUXURY VINYL TILE

MWB = MOLDED WALL BASE

PNT = PAINT

RES = RESILIENT WALL BASE

RS = RIGID SHEET

SC = SEALED CONCRETE

SS = SOLID SURFACE

SST = STAINLESS STEEL SHEET

SSV = SPECIALTY SHEET VINYL

SV = SHEET VINYL

VET = VINYL ENHANCED TILE

VWC = VINYL WALL COVERING

WLK = WALK-OFF CARPET

1. BASIS OF DESIGN PRODUCT: WHERE SPECIFICATIONS OR DRAWINGS NAME A PRODUCT

AND MANUFACTURER, PROVIDE THE SPECIFIED PRODUCT /  MANUFACTURER OR A

COMPARABLE PRODUCT BY ANOTHER INDUSTRY STANDARD MANUFACTURER. DRAWINGS

AND SPECIFICATIONS INDICATE SIZES, PROFILES, DIMENSIONS, AND OTHER

CHARACTERISTICS THAT ARE BASED ON THE PRODUCT NAMED. INSTALL PRODUCT

COMPLETE WITH ALL REQUIRED ACCESSORIES IN ACCORDANCE WITH MANUFACTURER'S

SPECIFICATIONS, INSTRUCTIONS AND DETAILS.

2. ALL CONTRACTORS TO FIELD VERIFY ALL CONDITIONS AND DIMENSIONS PRIOR TO

ORDER AND INSTALL OF SPECIFIED PRODUCT(S).

3. ALL LOCATIONS WHERE FLOORING CHANGES MATERIAL SHALL RECEIVE A TRANSITION

OR REDUCER STRIP.

4. DISSIMILAR FLOOR MATERIALS SHALL MEET UNDER CENTER LEAF OF DOOR WHEN IN

CLOSED POSITION UNLESS NOTED OTHERWISE.

5. REMARKS COLUMN ON PRODUCT FINISH SCHEDULE INDICATES GENERAL COMMENTS

ONLY. SEE INTERIOR FINISH PLANS AND SPECIFICATIONS FOR LOCATIONS AND DETAILS.

6. FLOORING REPLACEMENT WORK  IN 2ND AND 3RD AVENUE RESIDENT ROOMS AND

RESIDENT TOILET ROOMS TO OCCUR IN TWO RESIDENT ROOMS AT A TIME. ALL WORK

MUST BE COMPLETED BEFORE MOVING TO THE NEXT PAIR OF ROOMS. COORDINATE

SCHEDULING WITH OWNER.

7. 1ST AVENUE: FLOORING REPLACEMENT TO OCCUR IN (2) TWO PHASES.

8. 1ST AVENUE: PHASE 1 FLOORING REPLACEMENT WILL CONSIST OF CORRIDORS, DAY

ROOM, PUBLIC TOILET E146, ACTIVITY ROOM E147 AND (3)  THREE RESIDENT ROOMS OF

OWNER'S CHOOSING. CONTRACTOR SHALL BE RESPONSIBLE FOR REMOVING,

PROTECTING AND REINSTALLING FURNISHINGS TO OWNER'S SATISFACTION ONCE

FLOORING REPLACEMENT IS COMPLETE.

9. 1ST AVENUE: PHASE 2 FLOORING REPLACEMENT WILL CONSIST OF (2) TWO PAIRS OF

ROOMS, OR (4) FOUR ROOMS TOTAL, OF THE OWNER'S CHOOSING. OWNER WILL BE

RESPONSIBLE FOR REMOVING, PROTECTING, AND REINSTALLING FURNISHINGS ONCE

FLOORING REPLACEMENT IS COMPLETE. COORDINATE ROOMS AND SCHEDULE WITH

CONSTRUCTION MANAGER AND OWNER.

GENERAL NOTES

1. ALL EXISTING RESIDENT ROOMS AND RESIDENT TOILET ROOMS IN 1ST, 2ND AND 3RD

AVENUES TO RECEIVE NEW LUXURY VINYL TILE FLOORING LVT-2 AND WALL BASE RES-1.

ALL OTHER INTERIOR FINISHES TO BE PROTECTED AND REMAIN. SEE FINISH PLANS FOR

LOCATIONS AND DETAILS.

2. 1ST AVENUE DAYROOM E135, TOILET E146, ACTIVITY ROOM E147, ELEC E147B,

CORRIDORS AND 2ND AVENUE DAYROOM E235, TOILET E246, ACTIVITY ROOM E247, ELEC

E247B AND CORRIDORS TO RECEIVE NEW LUXURY VINYL FLOORING LVT-1 AND WALL

BASE MWB-1. ALL OTHER INTERIOR FINISHES TO BE PROTECTED AND REMAIN. SEE

FINISH PLANS FOR LOCATIONS AND DETAILS.

3. 2ND AND 3RD AVENUE CORRIDORS TO RECEIVE NEW LUXURY VINYL TILE LVT-1 WITH

ACCENT INSETS OF LVT-2 AND LVT-3 AND WALL BASE MWB-1. ALL OTHER INTERIOR

FINISHES TO BE PROTECTED AND REMAIN. SEE FINISH PLANS FOR LOCATIONS AND

DETAILS.

KEYED NOTES

SYMBOL LEGEND

PRODUCT ABBREVIATIONS

CORNER / END WALL GUARDS

XX
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CH = CHAIR RAIL

CPT = CARPET

CS - CULTURED STONE

CT = CERAMIC TILE

DF = DOOR FRAME GUARD

EX = EXISTING

EW = END WALL

FRP = FIBERGLASS REINFORCED PANEL

HR = HANDRAIL

LAM = PLASTIC LAMINATE

LVT = LUXURY VINYL TILE

MWB = MOLDED WALL BASE

PNT = PAINT

RES = RESILIENT WALL BASE

RS = RIGID SHEET

SC = SEALED CONCRETE

SS = SOLID SURFACE

SST = STAINLESS STEEL SHEET

SSV = SPECIALTY SHEET VINYL

SV = SHEET VINYL

VET = VINYL ENHANCED TILE

VWC = VINYL WALL COVERING

WLK = WALK-OFF CARPET

1. BASIS OF DESIGN PRODUCT: WHERE SPECIFICATIONS OR DRAWINGS NAME A PRODUCT

AND MANUFACTURER, PROVIDE THE SPECIFIED PRODUCT /  MANUFACTURER OR A

COMPARABLE PRODUCT BY ANOTHER INDUSTRY STANDARD MANUFACTURER. DRAWINGS

AND SPECIFICATIONS INDICATE SIZES, PROFILES, DIMENSIONS, AND OTHER

CHARACTERISTICS THAT ARE BASED ON THE PRODUCT NAMED. INSTALL PRODUCT

COMPLETE WITH ALL REQUIRED ACCESSORIES IN ACCORDANCE WITH MANUFACTURER'S

SPECIFICATIONS, INSTRUCTIONS AND DETAILS.

2. ALL CONTRACTORS TO FIELD VERIFY ALL CONDITIONS AND DIMENSIONS PRIOR TO

ORDER AND INSTALL OF SPECIFIED PRODUCT(S).

3. ALL LOCATIONS WHERE FLOORING CHANGES MATERIAL SHALL RECEIVE A TRANSITION

OR REDUCER STRIP.

4. DISSIMILAR FLOOR MATERIALS SHALL MEET UNDER CENTER LEAF OF DOOR WHEN IN

CLOSED POSITION UNLESS NOTED OTHERWISE.

5. REMARKS COLUMN ON PRODUCT FINISH SCHEDULE INDICATES GENERAL COMMENTS

ONLY. SEE INTERIOR FINISH PLANS AND SPECIFICATIONS FOR LOCATIONS AND DETAILS.

6. FLOORING REPLACEMENT WORK  IN 2ND AND 3RD AVENUE RESIDENT ROOMS AND

RESIDENT TOILET ROOMS TO OCCUR IN TWO RESIDENT ROOMS AT A TIME. ALL WORK

MUST BE COMPLETED BEFORE MOVING TO THE NEXT PAIR OF ROOMS. COORDINATE

SCHEDULING WITH OWNER.

7. 1ST AVENUE: FLOORING REPLACEMENT TO OCCUR IN (2) TWO PHASES.

8. 1ST AVENUE: PHASE 1 FLOORING REPLACEMENT WILL CONSIST OF CORRIDORS, DAY

ROOM, PUBLIC TOILET E146, ACTIVITY ROOM E147 AND (3)  THREE RESIDENT ROOMS OF

OWNER'S CHOOSING. CONTRACTOR SHALL BE RESPONSIBLE FOR REMOVING,

PROTECTING AND REINSTALLING FURNISHINGS TO OWNER'S SATISFACTION ONCE

FLOORING REPLACEMENT IS COMPLETE.

9. 1ST AVENUE: PHASE 2 FLOORING REPLACEMENT WILL CONSIST OF (2) TWO PAIRS OF

ROOMS, OR (4) FOUR ROOMS TOTAL, OF THE OWNER'S CHOOSING. OWNER WILL BE

RESPONSIBLE FOR REMOVING, PROTECTING, AND REINSTALLING FURNISHINGS ONCE

FLOORING REPLACEMENT IS COMPLETE. COORDINATE ROOMS AND SCHEDULE WITH

CONSTRUCTION MANAGER AND OWNER.

GENERAL NOTES

1. ALL EXISTING RESIDENT ROOMS AND RESIDENT TOILET ROOMS IN 1ST, 2ND AND 3RD

AVENUES TO RECEIVE NEW LUXURY VINYL TILE FLOORING LVT-2 AND WALL BASE RES-1.

ALL OTHER INTERIOR FINISHES TO BE PROTECTED AND REMAIN. SEE FINISH PLANS FOR

LOCATIONS AND DETAILS.

2. 1ST AVENUE DAYROOM E135, TOILET E146, ACTIVITY ROOM E147, ELEC E147B,

CORRIDORS AND 2ND AVENUE DAYROOM E235, TOILET E246, ACTIVITY ROOM E247, ELEC

E247B AND CORRIDORS TO RECEIVE NEW LUXURY VINYL FLOORING LVT-1 AND WALL

BASE MWB-1. ALL OTHER INTERIOR FINISHES TO BE PROTECTED AND REMAIN. SEE

FINISH PLANS FOR LOCATIONS AND DETAILS.

3. 2ND AND 3RD AVENUE CORRIDORS TO RECEIVE NEW LUXURY VINYL TILE LVT-1 WITH

ACCENT INSETS OF LVT-2 AND LVT-3 AND WALL BASE MWB-1. ALL OTHER INTERIOR

FINISHES TO BE PROTECTED AND REMAIN. SEE FINISH PLANS FOR LOCATIONS AND

DETAILS.
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ALIGN FLOOR MATERIAL TO ADJACENT ITEM

#

WALL FINISH

WALL BASE FINISH

ACCENT WALL INDICATOR

FLOOR FINISH

FLOOR FINISH TRANSITION

FLOOR PATTERN DIRECTION

CG = CORNER GUARD

CH = CHAIR RAIL

CPT = CARPET

CS - CULTURED STONE

CT = CERAMIC TILE

DF = DOOR FRAME GUARD

EX = EXISTING

EW = END WALL

FRP = FIBERGLASS REINFORCED PANEL

HR = HANDRAIL

LAM = PLASTIC LAMINATE

LVT = LUXURY VINYL TILE

MWB = MOLDED WALL BASE

PNT = PAINT

RES = RESILIENT WALL BASE

RS = RIGID SHEET

SC = SEALED CONCRETE

SS = SOLID SURFACE

SST = STAINLESS STEEL SHEET

SSV = SPECIALTY SHEET VINYL

SV = SHEET VINYL

VET = VINYL ENHANCED TILE

VWC = VINYL WALL COVERING

WLK = WALK-OFF CARPET

1. BASIS OF DESIGN PRODUCT: WHERE SPECIFICATIONS OR DRAWINGS NAME A PRODUCT

AND MANUFACTURER, PROVIDE THE SPECIFIED PRODUCT /  MANUFACTURER OR A

COMPARABLE PRODUCT BY ANOTHER INDUSTRY STANDARD MANUFACTURER. DRAWINGS

AND SPECIFICATIONS INDICATE SIZES, PROFILES, DIMENSIONS, AND OTHER

CHARACTERISTICS THAT ARE BASED ON THE PRODUCT NAMED. INSTALL PRODUCT

COMPLETE WITH ALL REQUIRED ACCESSORIES IN ACCORDANCE WITH MANUFACTURER'S

SPECIFICATIONS, INSTRUCTIONS AND DETAILS.

2. ALL CONTRACTORS TO FIELD VERIFY ALL CONDITIONS AND DIMENSIONS PRIOR TO

ORDER AND INSTALL OF SPECIFIED PRODUCT(S).

3. ALL LOCATIONS WHERE FLOORING CHANGES MATERIAL SHALL RECEIVE A TRANSITION

OR REDUCER STRIP.

4. DISSIMILAR FLOOR MATERIALS SHALL MEET UNDER CENTER LEAF OF DOOR WHEN IN

CLOSED POSITION UNLESS NOTED OTHERWISE.

5. REMARKS COLUMN ON PRODUCT FINISH SCHEDULE INDICATES GENERAL COMMENTS

ONLY. SEE INTERIOR FINISH PLANS AND SPECIFICATIONS FOR LOCATIONS AND DETAILS.

6. FLOORING REPLACEMENT WORK  IN 2ND AND 3RD AVENUE RESIDENT ROOMS AND

RESIDENT TOILET ROOMS TO OCCUR IN TWO RESIDENT ROOMS AT A TIME. ALL WORK

MUST BE COMPLETED BEFORE MOVING TO THE NEXT PAIR OF ROOMS. COORDINATE

SCHEDULING WITH OWNER.

7. 1ST AVENUE: FLOORING REPLACEMENT TO OCCUR IN (2) TWO PHASES.

8. 1ST AVENUE: PHASE 1 FLOORING REPLACEMENT WILL CONSIST OF CORRIDORS, DAY

ROOM, PUBLIC TOILET E146, ACTIVITY ROOM E147 AND (3)  THREE RESIDENT ROOMS OF

OWNER'S CHOOSING. CONTRACTOR SHALL BE RESPONSIBLE FOR REMOVING,

PROTECTING AND REINSTALLING FURNISHINGS TO OWNER'S SATISFACTION ONCE

FLOORING REPLACEMENT IS COMPLETE.

9. 1ST AVENUE: PHASE 2 FLOORING REPLACEMENT WILL CONSIST OF (2) TWO PAIRS OF

ROOMS, OR (4) FOUR ROOMS TOTAL, OF THE OWNER'S CHOOSING. OWNER WILL BE

RESPONSIBLE FOR REMOVING, PROTECTING, AND REINSTALLING FURNISHINGS ONCE

FLOORING REPLACEMENT IS COMPLETE. COORDINATE ROOMS AND SCHEDULE WITH

CONSTRUCTION MANAGER AND OWNER.

GENERAL NOTES

1. ALL EXISTING RESIDENT ROOMS AND RESIDENT TOILET ROOMS IN 1ST, 2ND AND 3RD

AVENUES TO RECEIVE NEW LUXURY VINYL TILE FLOORING LVT-2 AND WALL BASE RES-1.

ALL OTHER INTERIOR FINISHES TO BE PROTECTED AND REMAIN. SEE FINISH PLANS FOR

LOCATIONS AND DETAILS.

2. 1ST AVENUE DAYROOM E135, TOILET E146, ACTIVITY ROOM E147, ELEC E147B,

CORRIDORS AND 2ND AVENUE DAYROOM E235, TOILET E246, ACTIVITY ROOM E247, ELEC

E247B AND CORRIDORS TO RECEIVE NEW LUXURY VINYL FLOORING LVT-1 AND WALL

BASE MWB-1. ALL OTHER INTERIOR FINISHES TO BE PROTECTED AND REMAIN. SEE

FINISH PLANS FOR LOCATIONS AND DETAILS.

3. 2ND AND 3RD AVENUE CORRIDORS TO RECEIVE NEW LUXURY VINYL TILE LVT-1 WITH

ACCENT INSETS OF LVT-2 AND LVT-3 AND WALL BASE MWB-1. ALL OTHER INTERIOR

FINISHES TO BE PROTECTED AND REMAIN. SEE FINISH PLANS FOR LOCATIONS AND

DETAILS.
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